25 Work Order (Bid Form)
e

Assistance

Program

WORK ORDER INFORMATION

Work Order Name: WO/12012NW2227/1

Work Order Type: Weatherization
Audit Name: Audit (119)

CLIENT INFORMATION

Client Name: Address:

Client ID: 12012NW2227 , TN 38343
Alt. Client ID:

AGENCY INFORMATION

Agency: Northwest TN. Economic Development Council
Address: 231 South Wilson Street

Agency Contact: Hensley, Rick A.

Agency Phone

: (731) 364-3228

Fax: (731) 364-5163
Dresden, TN 38225 Email Address

: sportsman918@hotmail.com

Work Phone: (731) 364-3228

Cell Phone: (731)431-9238
Email Address: sportsman918@hotmail.com

Company Name & License Number:

Contractor's Signature:

COMMENT

PRE CFM 5600
TARGET 3080

Client Name: Work Order (Bid Form)

Client ID: 12012NW2227 Work Order Name: WO/12012NW2227/1
Alt. Client ID: Report Run On: 4/13/2012

DOE Weatherization Assistant
Version 8.6.0
Page 1 of 10



Measures

Measure 1 Seal Ducts Components Inspected

Comment Examine and seal ductwork as needed. Flex duct in attic , check all |:|
connections also for holes in flex duct. Dinning room duct with square
register had 9.1 reading. Replace damaged return air grille in hallway (20x25)

Estimated Actual
# Material / Labor Description / Comment Units Qty  Unit Cost Total Qty Unit Cost  Total
10 Miscellaneous Su Duct Sealing Each 1 ‘ H ‘ ‘ ‘ ‘ H ‘
Other Detail

| | | ]l | | H |
| | || ]l | I H |
Measure Sub Total: :| Sub Total: |:|

Field Notes:
Client Name: Work Order (Bid Form) DOE Weatherization Assistant
Client ID: 12012NW2227 Work Order Name: WO/12012NW2227/1 Version 8.6.0

Alt. Client ID: Report Run On: 4/13/2012 Page 2 of 10



Measure 2

Infiltration Redctn

Comment

# Material / Labor

1

Miscellaneous Su

Miscellaneous Su

Miscellaneous Su

Miscellaneous Su

Miscellaneous Su

Miscellaneous Su

Miscellaneous Su

Miscellaneous Su

Description / Comment

Front Door: Caulk,
Replace damaged door
shoe. Remove wood
stop and anything else
attached to door and
jamb. Add W/S combo,
Lockset and
Modernization kit.

Side Door: Caulk, New
lockset. Align Locksets
to engage at the same
time and seal against
existing W/S. Remove
tape attached to door.

From attic foam around
1 plumbing vent pipe,
bath fan and range hood
pipe.

Use metal and fire
caulk to seal around
furnace vent pipe.

Foam around plumbing
under kitchen sink.
From crawl space seal
under tub.

Remove can goods and
shelves from food
pantry closet. Add new
panels and seal access
panels at the head of
tub.

Seal wall to ceiling in
bath closet (3x3) and
food pantry closet (2x6)

Caulk WD12, interior.

Components

Estimated

Inspected

[ ]

Actual

Units Qty  Unit Cost

Total

Qty Unit Cost  Total

Each 1

Each

Each ‘

Each ‘

Each ‘

Each ‘

Each ‘

Each ‘

Client Name:

Client ID: 12012NW2227

Alt. Client ID:

Work Order (Bid Form)

Report Run On: 4/13/2012

Work Order Name: WO/12012NW2227/1

DOE Weatherization Assistant
Version 8.6.0
Page 3 of 10



9 Miscellaneous Su

Other Detail

There is 6" to 8" gap
perimeter of where air
handler goes thru
ceiling, Cover ad seal
gap. Add fresh air rents
in furnace door or
replace with louvered
door.

Each ‘ ‘

Measure Sub Total: :|

Sub Total: S

Field Notes:

Measure 3 Use

r-Spec Ceiling R

Components 1

Comment Add R-30 cellulose attic insulation in order to achieve an even R-38, 1200 Sq
ft. There is 4 or 5 boxes of Christmas items near stairway, client said she
would have it removed, if not remove before insulation. Construct Stairway
Box. Correct 1 improper wiring connection, Block around furnace vent pipe,

extend existing bath fan thru roof.

# Material / Labor

1 Insulation

2 Labor

3 Miscellaneous Su

Description / Comment
Attic Insulation - Blown
Cellulose - R-30

Attic Insulation - Blown
Cellulose - R-30

Added Misc Cost -
Blown Cellulose - R-30

Inspected

[ ]

Estimated Actual
Units Qty  Unit Cost Total Qty Unit Cost  Total
SqFt 1200 | H ] H |
SqFt 1200 | | | | |
Each 1| | | | |

Other Detail
| | | L | L] H |
| | | L | L] H |
Measure Sub Total: :| Sub Total: |:|
Field Notes:
Client Name: Work Order (Bid Form) DOE Weatherization Assistant

Client ID: 12012NW2227

Alt. Client ID:

Work Order Name: WO/12012NW2227/1
Report Run On: 4/13/2012

Version 8.6.0
Page 4 of 10



Measure 4 Lighting Retrofits
Comment Add (2)-13watt CFL's in living room ceiling fan. Add (2)-13watt CFL's in |:|

kitchen ceiling fan. Add (3)-13watt CFL's in dinning room ceiling fan.

Estimated

Components 1,23

Inspected

Actual

# Material / Labor Description / Comment Units Qty  Unit Cost Qty  Unit Cost Total

1 Lighting Compact Fl. - 13 Watt Each 2 ‘ H ‘ ‘ H H ‘
Lamp

2 Labor Compact Fl. - 13 Watt Each 2 ‘ H ‘ ‘ H H ‘
Lamp

3 Lighting Compact Fl. - 13Watt ~ Each 2 | I | I |
Lamp

4 Labor Compact Fl. - 13 Watt Each 2 ‘ H ‘ ‘ H H ‘
Lamp

5 Lighting Compact Fl. - 13 Watt Each 3 ‘ H ‘ ‘ H H ‘
Lamp

6 Labor Compact Fl. - 13 Watt Each 3 ‘ H ‘ ‘ H H ‘
Lamp

Other Detail

| | | [ | L] H |

| | | [ | L] H |

Measure Sub Total: :| Sub Total: |:|
Field Notes:
Client Name: Work Order (Bid Form) DOE Weatherization Assistant

Client ID: 12012NW2227

Alt. Client ID:

Work Order Name: WO/12012NW2227/1
Report Run On: 4/13/2012

Version 8.6.0
Page 5 of 10



Measure 5 DWH Pipe Insulation

Components

Comment Add pipe insulation, first 6 ft entering and exiting HWH.

Inspected

[ ]

Estimated Actual
# Material / Labor Description / Comment Units Qty  Unit Cost Total Qty  Unit Cost Total
1 Insulation DHW Pipe Insulation Each 1 ‘ H ‘ ‘ H H
2 Labor DHW Pipe Insulation Each 1 ‘ H ‘ ‘ H H
Other Detail
| | | ]| | L H |
| | || ]| | L H |
Measure Sub Total: :| Sub Total: |:|
Field Notes:

Measure 6 Storm Windows Components 5 Inspected
Comment Install new thermal break S/W, WD9 (31x51). |:|
Estimated Actual
# Material / Labor Description / Comment Units Qty  Unit Cost Total Qty  Unit Cost Total
1 Windows Storm Window SqFt ~ 10.98 ‘ H ‘ ‘ H H ‘
2 Labor Storm Window SqFt  10.98 | I | | I |
3 Other Storm Window Each 1 ‘ H ‘ ‘ H H ‘
Window
Other Detail
| | | [ | L] H |
| | | L H L H |
Measure Sub Total: :| Sub Total: |:|
Field Notes:
Client Name: Work Order (Bid Form) DOE Weatherization Assistant

Client ID: 12012NW2227
Alt. Client ID:

Work Order Name: WO/12012NW2227/1
Report Run On: 4/13/2012

Version 8.6.0
Page 6 of 10



Measure 7 Floor Ins. R-19 Components 1 Inspected

Comment Add R-19 floor insulation, 1200 Sq ft. 24" centers (some odd size joists). Seal |:|
and insulate rim joist perimeter. 140 linear ft. Add dryer vent and extend thru
foundation wall.

Estimated Actual

# Material / Labor Description / Comment Units Qty  Unit Cost Total Qty Unit Cost  Total

1 Insulation Floor Insulation - SqFt 1200 ‘ H H H H ‘
Fiberglass Batts - R-19

2 Labor Floor Insulation - SqFt 1200 ‘ H H H H ‘
Fiberglass Batts - R-19

3 Miscellaneous Su Added Misc Cost Each 1 ‘ H ‘ ‘ H H ‘

Other Detail

| | || 1 | | H |
| | || 1 | I H |
Measure Sub Total: :| Sub Total: |:|

Field Notes:
Measure 8 Clean range burners Components Inspected
Comment Thoroughly clean all 4 kitchen range burners. All with high C.O. Readings. |:|
Estimated Actual
# Material / Labor Description / Comment Units Qty  Unit Cost Total Qty Unit Cost  Total
10 Unspecified Misc Material Each 1 I | | I |
Other Detail
| | | ] H L H |
| | | N H L H |
Measure Sub Total: :| Sub Total: |:|
Field Notes:
Client Name: Work Order (Bid Form) DOE Weatherization Assistant
Client ID: 12012NW2227 Work Order Name: WO/12012NW2227/1 Version 8.6.0

Alt. Client ID: Report Run On: 4/13/2012 Page 7 of 10



Measure 9 CO Monitor is Needed Components Inspected

Comment Add carbon monoxide alarm |:|
Estimated Actual
# Material / Labor Description / Comment Units Qty  Unit Cost Total Qty Unit Cost  Total
1 Health and Safety CO monitor Each 1 ‘ H ‘ ‘ H H ‘
2 Labor Labor Each 1| H L] H |
Other Detail

| | | ]l | | H |
| | || ]l | L H |
Measure Sub Total: :| Sub Total: |:|

Field Notes:
Measure 10 Fix Improper Venting Kitchen Exhaust Components Inspected
Fan
Comment Replace existing non-working filter type range hood over gas range. 30", |:|
white. Extend to outdoors as per T.W.F.G.
Estimated Actual
# Material / Labor Description / Comment Units Qty  Unit Cost Total Qty  Unit Cost Total
10 Unspecified See the User Defined Each 1 ‘ H ‘ ‘ H H ‘
Measure for a list of
materials.
Other Detail

| | | ]l | L H |
| | | 1 | | H |
Measure Sub Total: :| Sub Total: |:|

Field Notes:
Client Name: Work Order (Bid Form) DOE Weatherization Assistant
Client ID: 12012NW2227 Work Order Name: WO/12012NW2227/1 Version 8.6.0

Alt. Client ID: Report Run On: 4/13/2012 Page 8 of 10



Measure 11 Fix Other Venting Related Problems Components Inspected
(Heating System)

Comment There is 4" single wall vent pipe beginning at the top of furnace then goes 7", |:|
then up into double wall or b-vent. Remove single wall pipe and add b-vent.
Estimated Actual
# Material / Labor Description / Comment Units Qty  Unit Cost Total Qty Unit Cost  Total
10 Unspecified Misc Material Each 1 I | | I |
Other Detail

| | | ]l | | H |
| | || ]l | L H |
Measure Sub Total: :| Sub Total: |:|

Field Notes:
Measure 12 PressureRelief Piping Needed Components Inspected
Comment Add safety discharge pipe at HWH. Existing is 1/2" remove 1/2" from thru |:|

floor, seal hole in floor. Need 3/4" cpvc 6" off floor. Make proper wiring
connection under cover plate.

Estimated Actual
# Material / Labor Description / Comment Units Qty  Unit Cost Total Qty Unit Cost  Total
1 Health and Safety Pressure relief piping Each 1 ‘ H ‘ ‘ H H ‘
2 Labor Labor Bach 1| H ] H |
Other Detail

| | | ]l | L H |
| | | 1 | | H |
Measure Sub Total: :| Sub Total: |:|

Field Notes:
Client Name: Work Order (Bid Form) DOE Weatherization Assistant
Client ID: 12012NW2227 Work Order Name: WO/12012NW2227/1 Version 8.6.0

Alt. Client ID: Report Run On: 4/13/2012 Page 9 of 10



Measure 13 Smoke Detector is Needed Components Inspected

Comment Add smoke alarm in hallway I:l
Estimated Actual
# Material / Labor Description / Comment Units Qty  Unit Cost Total Qty Unit Cost  Total
1 Health and Safety Smoke detector Each 1 ‘ H ‘ ‘ H H ‘
2 Labor Labor Each 1| | | | |
Other Detail

| | | ]l | | H |
| | || ]l | L H |
Measure Sub Total: :| Sub Total: |:|

Field Notes:
Measure 14 Vapor Barrier Needed Components Inspected
(Basement/Crawlspace)
Comment Add moisture barrier, 1200 sq ft. |:|
Estimated Actual
# Material / Labor Description / Comment Units Qty  Unit Cost Total Qty Unit Cost  Total
10  Unspecified See the User Defined Each 1 ‘ H ‘ ‘ H H ‘
Measure for a list of
materials.
Other Detail
| | | L | L] H |
| | | L H L] H |
Measure Sub Total: :| Sub Total: |:|
Field Notes:
Work Order Grand Total: :| Grand Total: :|
Client Name: Work Order (Bid Form) DOE Weatherization Assistant
Client ID: 12012NW2227 Work Order Name: WO/12012NW2227/1 Version 8.6.0

Alt. Client ID: Report Run On: 4/13/2012 Page 10 of 10



